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LYMINAIRE L CONNECTOR KIT W/ 2-POLE FUSEHOLDER & INSULATING BOOTS b 250 WATT NOTE.
FUSED PHASE WIRE ONLY AND NEUTRAL SLUG. e
6'—0" Mast Arms M2AC25S3ATGMCINZ
(GE177303)
OR EQUAL
No. 10 AWG WIRE
MULTIPLE COMPRESSION FITTINGS
- GROUND LUG \
| _SPLICE GROUND WIRE AND PIGTAIL SAME SIZE “—— TAPERED ALUMINUM POLE
EXTENSION TO POLE GROUNDING LUG NOTE:
POLE:
L , VALMONT
- 36084580874
i 70" (CCHD) OR EQUAL
SPLICE '
1=1 1/4” UNIDUCT W/3— 1/C No. 4 AWG 7,,%N| 4=0" () | 25"
1= 1/C No. 4 AWG GREEN | E_
1 : e @ 55
. | /‘HAI\TDHO‘E o, 5B
1/2” DIAM. x 30" RACEWAYS — PVC 8 ag%é
BREAKAWAY [ 2038
TRANSFORI@ L] 16 Gl
x O
F.G. l
TR i}’*'””‘
POLE HANDHOLE WIRING DIAGRAM
NOTE: ALLOW 2'—6" LOOP OF CABLES TO INSURE
SUFFICIENT SLACK FOR WITHDRAWAL OF THE TYPICAL POLE INSTALLATION
CONNECTORS OUTSIDE OF THE POLE HANDHOLES. 15" Bolt Circle - NTS.

CONTRACTOR TO COORDINATE TOP
BOLT CIRCLE

) § —20 x 1" LG. SS SOCKET ROUND

NOTES:

1. BEFORE INSTALLATION OF BREAKAWAY BASE,
USER SHOULD CONSULT WITH AUTHORIZED
DISTRIBUTOR REGARDING USERS PROPOSED
APPLICATION, LOAD REQUIREMENTS AND
INSTALLATION METHODS. FAILURES CAN
RESULT FROM USERS MISAPPLICATION OR
IMPROPER INSTALLATION. TO APPROACH

4
HEAD TAMPERPROOF MACHINE SCREW

(1) STRAP TO RETAIN DOOR

(1) CAST ALUMINUM TRANSFORMER
BASE DOOR (356—T6 ALLOY)

(1) CAST ALUMINUM TRANSFORMER

BASE (356-T6 ALLOY) OPTIMUM STATIC LOADS, USE THE LARGEST

CONTRACTOR TO COORDINATE BOTTOM
BOLT CIRCLE

POSSIBLE BOLT CIRCLES. SHIMS SHALL NOT
BE USED.

<DRILLED AND TAPPED §' —13 UNC HOLE FOR
GROUND CONNECTOR

BREAKAWAY TRANSFORMER BASE

,’ XIS

ELECTRIC SERVI

CONTROL CABINET (SEE SHEET 11)
240/480 VOLT SINGLE PHASE 60Hz
SERVICE 2-1/2" RSC IN TRENCH WITH
3-1/C ~ 3/0 600V. SERVICE iR, ~ CONCRETE PAD

CIRCUITS C & D

|
\EX. NORTH CURB| SAUK TRAIL

4” RGC CONTAINING CIRCUITS
E &F, AND G & H

EXISTING
HMA APRON

NEW HMA

PAVEMENT

S i

SAUK - [
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FULL DEPTH 8"

2” HMA SURFACE
COURSE, MIX D, N50
(IL 9.5MM)

EX. SOUTH CURB|SAUK TRAIL 3" HMA BINDER
N.T.S. / ; COURSE (IL~19MM)
3" HMA BINDER
................... e~ SO ‘ D
CIRCUITS G & H CIRCUITS E & F COURSE (IL-19MM)
PROPOSED CONTROL CABINET LOCATION
N.T.S.
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